Addressable module programmed
with non latching input to collect
alarm / fault signal fom AOV panel.

Output to activate the AOV via alarm

cause and effects of addressable panel
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Note:- AOV input non latching
will automatically reset when
output on loop module is reset.
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Addressable panel
as Input and output




